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P01
830426-440750 55'/2
INSTALL: HG TO P#5294
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830426-520940 55'/2
SCRAP: N.C. GANG SW (15741)
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P05
830427-590100 55'/2
SCRAP: DG 

P07
830427-670340 45'/2
SCRAP: DG 

INS A-40INS B-40INS C-40REM A-40REM B-40REM C-40INS A-40 NINS B-40 NINS C-40 NREM A-40 NREM B-40 NREM C-40 N

INS A-100 N
INS B-100 N
INS C-100 N

3-1
/0 

AL
AB

C

3-4/0ACSR

3-4/0ACSR

3-4/0 ACSR
N-4/0ACSR

P09
830427-670480 40'/3
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/0 

AC
SR

N-
1/0
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M 

3-4
/0 

AC
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N-
1/0

AC
SR

P24
830426-850940 45'/2
SCRAP: HG FROM P# 8376
*15742 PRIMARY NORTH TO 
BE REMOVED

P26
830427-880080 45'/2

P28
830427-900210 50'/2
SCRAP: N.O. TIE SW (15742/15741)
INSTALL: 3-CO (100A) (15741)
*CLOSE PRIMARY AND FUSES 
WHEN FEEDER CONVERSION COMPLETE

P30
830427-920330 45'/2
SCRAP: 3-CO (40A), 3-40CL (15742)
INSTALL: 3-CO (40A), 3-40CL (15741)
*RETAP UG FEED TO UPPER CIRCUIT

P32
830427-950440 45'/2

SCRAP: 3-#4/0 ACSR PRI (15741)
822'

N.O. TIE SW
14832/15742

SCRAP: 3-#4 BC PRI, OW SEC (15742)
INSTALL: 4/0 TRI SEC (15741).
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INS A-75 NREM A-100 N

INS A-65
INS B-65

INS C-65
REM A-150

REM B-150

REM C-150
INS A-75

INS B-75
INS C-75

REM A-SOLID

REM B-SOLID

REM C-SOLID

500CU

#4C
U

#4
CU

RE
M 

3-4
/0 

AC
SR

N-
1/0

AC
SR

P09
830427-670480 40'/3

P11
830427-730600 45'/2

RE
M 

3-4
/0 

AC
SR

N-
1/0

AC
SR

P13
830427-750760 45'/2
SCRAP: HG

P16
830427-760900 50'/2
INSTALL: DG 

P17
830427-850750 45'/2
SCRAP: DG

P19
830427-915714 45'/2
INSTALL: HG TO POLE#8575
*RETAP TRANSFORMER TO CENTER PHASE
WILL BE CONVERTED TO "C" PHASE

P32
830427-950440 45'/2

P21
830427-990660 50'/2
*SEE WMIS COMMENT

P279
831427-020840 50'/2
*CLOSE PRIMARY TAPS & REMOVE SHUNTING
GROUNDS ON TOP CIRCUIT (15741) 
LOWER (15742) CIRCUIT IS BEING REMOVED

P33
831428-180080
SCRAP: 45/2, 25 KVA (15742)
INSTALL: 50/2, 50 KVA (15741)
*RETAP XFMR TO UPPER CIRCUIT (15741) 

P36
831428-330170 45'/2
SCRAP: 3-CO (SOLID), 3-150CL (15742)
INSTALL: 3-CO (75A), 3-65CL (15741)
*RETAP UG FEED TO UPPER CIRCUIT

P38
831428-410280 
SCRAP: 45/2, HG
INSTALL: 45/2, HG

P103
831427-580590 45'/2
SCRAP: 1-CO (100A)  (15741)
INSTALL: 1-CO (75A) (15741)

SCRAP: 3-#4/0 ACSR PRI (15741)
480'

SCRAP: 3-#4 BC PRI, OW SEC (15742)
INSTALL: 4/0 TRI SEC (15741).

385'

SCRAP: 3-#4 BC PRI, OW SEC (15742)
INSTALL: 4/0 TRI SEC (15741).

549'

SCRAP: 3-#4/0 ACSR PRI (15741)
165'

SCRAP: 2-#4/0 ACSR PRI
EX. "A & C" PH (15741)

TRANSFER: 1-#4/0 ACSR PRI 
EX "B" PH (15741). RETAP TO "C" PH

100'
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INS A-65
INS B-65

INS C-65
REM A-150

REM B-150
REM C-150
INS A-75

INS B-75
INS C-75

REM A-SOLID

REM B-SOLID

REM C-SOLID

INS C-30 N

#4CU

#4CU

1/0CU

1/0
 C

U

P38
831428-410280 
SCRAP: 45/2, HG
INSTALL: 45/2, HG

P40
831428-520380
SCRAP: 45/2
INSTALL: 45/2

P42
831428-610490 45'/2
SCRAP: 3-CO (SOLID), 3-150CL, HG (15742)
INSTALL: 3-CO (75A), 3-65CL, HG (15741)
*RETAP UG FEED TO UPPER CIRCUIT

P44
831428-750630 45'/2
SCRAP: DG
INSTALL: DG, 1-CO (30A) "C" PH (15741)

P46
831428-920730
SCRAP: DG
INSTALL: DG

P48
832428-170830
SCRAP: HG
INSTALL: HG
*SEE WMIS COMMENT

P51
832428-030910
SCRAP: 35/4, 25 KVA "A" PH (15741), DG
INSTALL: 50/2, 50 KVA "C" PH (15741), DG

P52
832428-360910
SCRAP: 35/4, DG

SCRAP: 3-#4/0 ACSR PRI, 
#4 BC NEUT (DE-ENERGIZED)

INSTALL:1-#1/0 ACSR TW PRI "C" PH, 
1/0 ACSR NEUT(15741).

748'

SCRAP: 3-#4 BC PRI, OW SEC (15742)
INSTALL: 4/0 TRI SEC (15741).

284'

SCRAP: 1-#4 BC PRI "A" PH, (15741)
INSTALL:1-#1/0 ACSR TW PRI "C" PH(15741)

110'

SCRAP: 3-#4/0 ACSR PRI, (DE-ENERGIZED),
1-#1/0 BC PRI "A" PH (15741), #4 BC NEUT. 

503'

PLOTTED BY: nemethj

SHEET 3 OF 17
518-260-1861

5/17/2012Permits:
WR #

Proj. ID:Customer:

Date:

Reference WR:Address:
DsgnrName:
DesgnrPh#:

City:
CktName: Ckt#: Description:
Protective Device Type:
Protective Device ID:
OH Permits: UG Permits:

Class of Service:
Jurisdiction: Tree: WSSC:

CustPh#:

State: Scale:

Easement:
ROW:

1 " equals 30 'JOHN BRENNAN
518-260-1861

SUB 173 15742/15741
N/A
N/A

YES
PGM, CITY OF GREENBELT

N/A
13KV

YES

REPLACE POLES, WIRES, & EQUIPMENT TO RECONFIGURE FEEDERS 
13KVF#15742 & 13KVF# 15741

12-PS-001
N/A
N/A

LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.

P 35852

EX. 15742C B A

SEE ASSOCIATED WR PROJECTS:
3385137, 3362862, 3362865

TO SUB #173

TO
 SUB #1

73

504-RIDGE RD, AND VARIOUS LOCATIONS
GREENBELT MD

3385130

RIDGE RD

Ridge Rd

Northway Rd

Ivy Ln

Ramp 

Edmonston Rd

Crescent Rd

Lastner Ln

Re
se

arc
h R

d

Capital Beltway 

Ke
nilw

ort
h A

ve

Hil
lsid

e R
d

Green Hill Rd

Lakeside Dr

La
ure

l H
ill R

d

West
way 

Cherrywood Ln

Hamilton Pl

Parkway 

Plateau Pl

Woodland Way

W.s.s.c 

Gardenway Lakecrest Dr
Rosewood Dr

Hedg
ewood

 Dr

Eastway 

Centerway 

Empire Pl

Baltim
ore

 Wash
ingt

on 
Pky

So
uth

wa
y 

Maplewood Ct

Greendale Pl

Greenway Pl

White Birch Ct

Ta
ma

ris
k C

t

Olivewood Ct

Lakeview Cir

Greenknolls PlGreentree Pl

Damsel Ct
Ridge Rd

Ramp 

Ridge Rd
Ivy Ln

Ramp 

Ramp 
Lau

rel 
Hill R

d

PGC 5288 H-9
WORK SITE 

RIDGE RD

RIDGE RD

B    SEE SHEET 2    B

C    SEE SHEET 4    C

PROP. 15741C B A

PROP. 15741

          C

jnemeth
Typewritten Text
NOTE: MISS UTILITY MUST BE NOTIFIED PRIOR TO ANY DIGGING



105

101

F.B.1

109

242

242

WSSD STAND PIPE;3032363

240

239

241

11
2

244

110 108
AG

R.
 R

ES
EA

RC
H 

CE
NT

ER

114

103

107

WA
TE

R 
TA

NK

S 55  196'
S 58   114' S 60

221' S 62

221'

S 64   220'

INS A-75

INS A-50
REM A-75

REM A-100

3-4
/0A

CS
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3-4/0ACSR

P54
832428-640930 45'/2
SCRAP: 1-CO (75A) (15741)
INSTALL: 1-CO (50A) (15741)

P57
832428-840910 50'/2
SCRAP: 50 KVA  (15741)
INSTALL: 50 KVA (15741)

P59
833428-000910 45'/2
SCRAP: 1-CO (100A), DG (15741)
INSTALL: 1-CO (75A), DG (15741)
*CREATE PRIMARY OPEN FOR 
3-PHASE LASTNER LN SOUTH

P61
833428-200910 45'/2

P63
833428-420940 45'/2
SCRAP: 1-CO, HG
INSTALL: 1-CO, HG

P65
833428-640970 45'/2

SCRAP: 3-#4/0 ACSR PRI, (DE-ENERGIZED),
1-#1/0 BC PRI "A" PH (15741), #4 BC NEUT

INSTALL: 1-#1/0 ACSR TW PRI "A" PH (15741),
1/0 ASCR NEUT. 

310'

SCRAP: 3-#4/0 ACSR PRI, 
(DE-ENERGIZED)

662'
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P65
833428-640970 45'/2

P67
833428-850980 
SCRAP: 45/2, 50 KVA, 1-CO (100A) (15741)
INSTALL: 50/2, 50 KVA, 1-CO (75A) (15741)

P69
833428-980980
SCRAP: 45/2, N.O. GANG SW (15741)
INSTALL: 50/2, FULL CAPACITY JUMPERS
*CLOSE PRIMARY WHEN FEEDER 
RECONFIGURATION COMPLETE

P71
834428-110980
SCRAP: 45/2, 1-CO (100A) (15741)
INSTALL: 50/2,1-CO (75A) (15741)

P73
834428-110800
SCRAP: 40/2, 100 KVA, DG (15741)
INSTALL: 50/2, 100 KVA, DG (15741)

P74
834428-240980
SCRAP: 45/2, 100 KVA, (15741)
INSTALL: 50/2, 100 KVA, (15741)

P79
834428-320950
SCRAP: 40/2, 100 KVA, DG (15741)
INSTALL: 50/2, 100 KVA, DG (15741)

P80
834429-360110
SCRAP: 40/4, 167 KVA, DG (15741)
INSTALL: 50/2, 167 KVA, DG (15741)

P76
834428-370980
SCRAP: 45/2, 1-CO (100A) (15741)
INSTALL: 50/2,1-CO (75A) (15741)

P81
834429-410000
INSTALL: 50/2, 3-CO (100A) (15741)
90' WEST OF P# 5200 & 32.5' FROM 
CENTERLINE OF RIDGE RD

P82
834429-520000 55'/1
SCRAP: 2-CO (100A) "A & B" PH (15741), HG
*SEE WMIS COMMENT

P84
834429-670970
SCRAP: 45/2, 100 KVA, (15741)
INSTALL: 50/2, 100 KVA, (15741)

P85
834429-520130 50'/2

P87
834429-520280 45'/2

1/0
 C

U
RE

M 
2-1

/0 
CU

N-
1/0

AL

P91
834429-330410
SCRAP: 40/2, 50 KVA "A" PH (15741), DG
INSTALL 50/2, 50 KVA "C" PH (15741, DG

CONVERT "A" PHASE TAP
TO "C" PHASE

P89
834429-450430
SCRAP: 45/2, 50 KVA "C" PH (15741)
INSTALL 50/2, 50 KVA "C" PH (15741
*RETAP XFMR & "A" PH LATERAL TO 
CENTER PHASE

P92
834429-400650
SCRAP: 45/2, 50 KVA "A" PH (15741)
INSTALL 50/2, 50 KVA "C" PH (15741
*RETAP XFMR TO CENTER PHASE

SCRAP: 3-#4/0 ACSR PRI, 
(DE-ENERGIZED)

838'

SCRAP: OW SEC
INSTALL: 4/0 TRI SEC

125'

SCRAP: OW SEC
INSTALL: 4/0 TRI SEC

251'

SCRAP: OW SEC
INSTALL: 4/0 TRI SEC

126'

SCRAP: 2-#1/0 BC PRI "A & C" PH (15741)
TRANSFER: 1-#1/0 BC PRI EX "B" PH (15741) 

*CONVERT TO "C" PHASE
650'
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13KVF#15742 & 13KVF# 15741

12-PS-001
N/A
N/A

LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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P92
834429-400650
SCRAP: 45/2, 50 KVA "A" PH (15741)
INSTALL 50/2, 50 KVA "C" PH (15741
*RETAP XFMR TO CENTER PHASE

1/0
 C

U
RE

M 
2-1

/0 
CU

N-
1/0

AL

P94
834429-370860
SCRAP: 45/2, 50 KVA "B" PH (15741)
INSTALL 50/2, 50 KVA "C" PH (15741
*RETAP XFMR TO CENTER PHASE

P96
834430-350030 45'/2
INSTALL: HG TO P# 3786

P98
834430-330140 45'/2
INSTALL: HG TO P# 3530

SCRAP: 2-#1/0 BC PRI "A & C" PH (15741)
TRANSFER: 1-#1/0 BC PRI EX "B" PH (15741) 

*CONVERT TO "C" PHASE
500'
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LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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S 271  170'
S 273

16'
S 274  92'

S 276
7'

S 277  167'

INS A-100 N
INS B-100 N
INS C-100 N

INS C-75 N
REM C-100 N

3-2/0CU

#4 CU

#4 CU

3-4/0 ACSR
N-#2CU

3-2/0 CU
N-#4CU

ABC
INS ABC- (600)

OPEN
15741/15742

REM A- SW
REM B- SW
REM C- SW

P100
831426-520880 45'/2
SCRAP: 3-SOLID BLADE DISCONNECTS (15741), DG
INSTALL: 3-CO (100A) (15741), DG

P101
831427-490030 45'/2
SCRAP: 1-CO (100A)  (15741)
INSTALL: 1-CO (75A) (15741)

P102
831427-480280 45'/2
SCRAP: 1600 KVAR CAP BANK (15741)

P275
831426-720830
SCRAP: 45/2, N.C. GANG SW (15741)
INSTALL: 55/1, ACR (15741)
*SEE WMIS COMMENT
TELECOMMUNICATION EQUIPMENT TO
BE INSTALLED ON WR# 3382425

P270
831426-450760 45'/2
*N.O. TIE SW (15741/15742)
TO BE CLOSED ON PRECEEDING 
WR# 3375137

P272
831426-610800
SCRAP: 45/2, DG
INSTALL: 50/2, DG
*SEE WMIS COMMENT

P278
831426-860880
SCRAP: 45/2
INSTALL: 50/2

SCRAP: OW SEC.
INSTALL: 4/0 TRI SEC

446'
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12-PS-001
N/A
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LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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129

S 107   155'
S 109

129'
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128'

INS A-75 NREM A-100 N

INS A-75 N

REM A-100 N

INS A-50 N

INS B-75 N
REM B-100 N

#4C
U

#4CU

3-4
/0A

CS
R

3-4/0ACSR

#4CU

1/0CU

#4CU

3-4/0 ACSR
N-#2AL

P36
831428-330170 45'/2
SCRAP: 3-CO (SOLID), 3-150CL (15742)
INSTALL: 3-CO (75A), 3-65CL (15741)
*RETAP UG FEED TO UPPER CIRCUIT

P38
831428-410280 
SCRAP: 45/2, HG
INSTALL: 45/2, HG

P103
831427-580590 45'/2
SCRAP: 1-CO (100A)  (15741)
INSTALL: 1-CO (75A) (15741)

P104
831427-850980 
*VERIZON TO SET POLE
SCRAP: 45/4, 1-CO (100A) (15741), DG
INSTALL: 50/2, 1-CO (75A) (15741), DG

P106
832428-120060
*VERIZON TO SET POLE
SCRAP: 45/2, DG
INSTALL: 50/2, DG

P105
832427-020680 45'/2
INSTALL: 1-CO (50A) (15741)

P108
832428-250090
*VERIZON TO SET POLE
SCRAP: 45/2,
INSTALL: 50/2, 1600 KVAR CAP BANK (15741)

P110
832428-380110
*VERIZON TO SET POLE
SCRAP: 45/2, 50 KVA (15741)
INSTALL: 50/2, 50 KVA (15741)

P112
832428-500130 45'/2
SCRAP: 1-CO (100A) (15741), DG
INSTALL:1-CO (75A) (15741), DG

SCRAP: OW SEC.
INSTALL: 4/0 TRI SEC.

412'
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EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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1-100EX

1-100EX

INS A-75 N
REM A-100 N

INS A-75 N
REM A-100 N

INS C-100 N

#4CU

3-4/0ACSR

3-4/0CU

3-4/0 ACSR

1/0 ACSR
N-#2AL

REM 1/0
 ACSR

N-#2
AL

3-4/0 CUN-#2CU

1/0 CU
N-#2AL

1/0 CU
REM 2-1/0 CU

N-#2CU
1/0

 C
U

RE
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2-1
/0 

CU
N-

4/0
 AC

SR

P113
835428-180140 45'/2
INSTALL: 1-CO (100A) "C" PH (15741), DG
*LAUREL HILL RD NORTH TO BE 
CONVERTED TO "C" PHASE

P115
835428-160280 50'/2
SCRAP: 75 KVA "C" PH, 1-CO (100A) (15741), DG
INSTALL: 100 KVA "C" PH, 1-CO (75A) (15741), DG
*RETAP XFMR & "A" PH LATERAL TO 
CENTER PHASE

P117
835428-280320 
SCRAP: 45/2,  2-75 KVA "A" PH, (15741), DG
INSTALL: 50/2, 2-100 KVA "C" PH, (15741), DG

P118
835428-130420
SCRAP: 40/4 
INSTALL: 50/2

1/0 CU
REM 2-1/0 CU

N-4/0 ACSR

P120
835428-090560 50'/2
SCRAP: 1-CO (100A) (15741), 1-CO, DG
INSTALL: 1-CO (75A) (15741), 1-CO, DG
*RETAP XFMR & "A" PH LATERAL TO 
CENTER PHASE

P122
835428-280450
SCRAP: 45/2,  2-75 KVA "A" PH, (15741), DG
INSTALL: 50/2, 2-100 KVA "C" PH, (15741), DG

CONVERT "A" PHASE TAP
TO "C" PHASE

CONVERT "A" PHASE TAP
TO "C" PHASE

P123
835428-080690
SCRAP: 40/4 
INSTALL: 50/2

P125
835428-080690
SCRAP: 40/4, N.O. GANG SW (15741)
INSTALL: 45/2, HG TO P# 1291
*SEE WMIS COMMENT

SCRAP: 2-#1/0 BC PRI "B & C" PH (15741), 
OW SEC/NEUT

INSTALL: 4/0 TRI SEC
TRANSFER: 1-#1/0 BC PRI EX. "B" PH (15741)

*CONVERT TO "C" PHASE
687'

P29
835428-110020
SCRAP: 40/2, 100 KVA (15741), HG
INSTALL: 55/1, 100 KVA (15741), HG
* MOVE POLE 10' EAST, SET DEEP

10'

P132
835427-030870
SCRAP: 40/2, 100 KVA (15741), 2-DG, 2 ANCHORS

P133
835427-030900
INSTALL: 55'/1, 100 KVA (15741)
RELOCATE POLE 39' SOUTHEAST OF P#0387
SET DEEP, CRIB, LOCATE XFMR ON REAR QUARTER

39'

SCRAP: 1-#1/0 ASCR PRI, 
#4 BC NEUT.

155'

INSTALL: 1-#1/0 ASCR PRI, 
1/0 ACSR NEUT.

158'
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EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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P128
835429-580550
SCRAP: 40/2, 2-75 KVA (15741) DG, ANCHOR
INSTALL: 50/2, 2-100 KVA (15741), DG, ANCHOR 8' L
*MOVE POLE 14' SOUTH

14'

P123
835428-080690
SCRAP: 40/4 
INSTALL: 45/2

P125
835428-080690
SCRAP: 40/4, N.O. GANG SW (15741)
INSTALL: 50/2, HG TO P# 1291
*SEE WMIS COMMENT

P127
835428-120910 50'/2

SCRAP: 3-#1/0 BC PRI (15741), OW SEC/NEUT
INSTALL: 4/0 TRI SEC

132'
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Proj. ID:Customer:

Date:

Reference WR:Address:
DsgnrName:
DesgnrPh#:

City:
CktName: Ckt#: Description:
Protective Device Type:
Protective Device ID:
OH Permits: UG Permits:

Class of Service:
Jurisdiction: Tree: WSSC:

CustPh#:

State: Scale:

Easement:
ROW:

1 " equals 30 'JOHN BRENNAN
518-260-1861

SUB 173 15742/15741
N/A
N/A

YES
PGM, CITY OF GREENBELT

N/A
13KV

YES

REPLACE POLES, WIRES, & EQUIPMENT TO RECONFIGURE FEEDERS 
13KVF#15742 & 13KVF# 15741

12-PS-001
N/A
N/A

LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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3385137, 3362862, 3362865
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P137
835427-390540 45'/2
INSTALL: 3-CO (100A) (15741)

P138
835427-360180 
SCRAP: 40/4, 2-CO (100A) (15741)
INSTALL: 45/2, 2-CO (75A) (15741)

P139
835426-341870
SCRAP: 40/4
INSTALL: 45/2, 3-CO (75A) (15741)

P146
835426-320660 40'/2

SCRAP: OW SEC.
INSTALL: 4/0 TRI SEC.

141'
PLOTTED BY: nemethj
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518-260-1861

5/17/2012Permits:
WR #

Proj. ID:Customer:

Date:

Reference WR:Address:
DsgnrName:
DesgnrPh#:

City:
CktName: Ckt#: Description:
Protective Device Type:
Protective Device ID:
OH Permits: UG Permits:

Class of Service:
Jurisdiction: Tree: WSSC:

CustPh#:

State: Scale:

Easement:
ROW:

1 " equals 30 'JOHN BRENNAN
518-260-1861

SUB 173 15742/15741
N/A
N/A

YES
PGM, CITY OF GREENBELT

N/A
13KV

YES

REPLACE POLES, WIRES, & EQUIPMENT TO RECONFIGURE FEEDERS 
13KVF#15742 & 13KVF# 15741

12-PS-001
N/A
N/A

LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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P 22

P 23
P 25P 27

P 29

P 32

INS A-100 N
INS B-100 N
INS C-100 N
REM A-100 N
REM B-100 N
REM C-100 N

INS A-100 N

REM A-100 N

INS B-100 N

REM B-100 N

3-1/0CU

3-1/0 CUN-#6CU

3-1/0 CU
N-#4CU

3-1/0 CU
N-#4CU

3-#
4 C

U
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4C
U

3-#
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U
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INS 1/0 ACSR
REM #4 CU
N-4/0ACSR

IN
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3-4
77

 AC
SR

RE
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3-1
/0 

CU
N-

4/0
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INS 1/0 ACSR

REM 1/0 ACSR

N-4/0ACSR

1/0 CU
N-1/0CU

1/0 CU
N-1/0CU

1/0 CU
N-#2AL

1/0 CU
N-#2CU

1/0 CU
N-#2AL

1/0 CU
N-#2CU

1/0 CU
N-#2AL

1/0 CU
N-1/0CU

1/0 CU
N-#2AL

INS 3-477 ACSR

REM 3-1/0 CU
N-4/0ACSR

INS 3-477 ACSR

REM 3-1/0 CU

N-4/0ACSR

INS ABC- SW
REM ABC- SW

OPEN
15741/15742

P146
835426-320660 40'/2

P143
835426-330510 45'/2

SCRAP: OW SEC.
INSTALL: 4/0 TRI SEC.

141'

P140
835426-260440 
SCRAP: 30/4, HG, DG, ANCHOR
RELOCATE 19' EAST

P142
835426-280450
INSTALL: 40/3, HG, DG, ANCHOR 15' L

19'

SCRAP: OW SEC.
56'

P147
835426-410450
SCRAP: 40/2, 25 KVA (15741), DG
INSTALL: 50/2, 50 KVA (15741), DG

P149
835426-520360
SCRAP: 40/2, 1-CO (100A) (15741), HG
INSTALL: 50/2, 1-CO (100A) (15741), HG

P153
835426-580390 40'/2

P152
835426-420360
SCRAP: 25/4, DG
INSTALL: 40/3, DG

SCRAP: OW SEC.
INSTALL: 4/0 TRI SEC.

112'

P154
835426-590260
SCRAP: 40/4, 25 KVA (15741), DG
INSTALL: 50/2, 50 KVA (15741), DG

P156
835426-660120
SCRAP: 40/2, 1-CO (100A) (15741), DG
INSTALL: 45/2, 1-CO (100A) (15741), DG

P159
835426-740150
SCRAP: 40/2, 75 KVA (15741)
INSTALL: 50/2, 100 KVA (15741)

SCRAP: 1-#1/0 ACSR PRI, OW SEC.
INSTALL: 1-#1/0 ACSR PRI, 4/0 TRI SEC.

80'

P160
835426-700020
SCRAP: 40/2, DG
INSTALL: 45/2, DG

P162
835425-730930 45'/2
SCRAP: 3-CO (100A) (15741), DG
INSTALL: 3-CO (100A) (15741), DG

P165
835425-810940
SCRAP: 45/2, 75 KVA (15741), DG
INSTALL: 50/2, 100 KVA (15741), DG

SCRAP: 1-#4 BC PRI, OW SEC.
INSTALL: 1-#1/0 ACSR PRI, 4/0 TRI SEC.

83'

P166
835425-730830 
SCRAP: 45/2, N.O. TIE SW (15741/15742), 
DG, ANCHOR
INSTALL: 50/2, N.O. TIE SW (15741/15742)
*MOVE POLE 3' TOWARD ROAD. 

SCRAP: 3-#1/0 BC PRI, 
OW SEC/NEUT. (15741)

INSTALL: 3-#477 ACSR PRI, 
4/0 TRI SEC. (15741)

816'

PLOTTED BY: nemethj
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Date:

Reference WR:Address:
DsgnrName:
DesgnrPh#:

City:
CktName: Ckt#: Description:
Protective Device Type:
Protective Device ID:
OH Permits: UG Permits:

Class of Service:
Jurisdiction: Tree: WSSC:

CustPh#:

State: Scale:

Easement:
ROW:

1 " equals 30 'JOHN BRENNAN
518-260-1861

SUB 173 15742/15741
N/A
N/A

YES
PGM, CITY OF GREENBELT

N/A
13KV

YES

REPLACE POLES, WIRES, & EQUIPMENT TO RECONFIGURE FEEDERS 
13KVF#15742 & 13KVF# 15741

12-PS-001
N/A
N/A

LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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SEE ASSOCIATED WR PROJECTS:
3385137, 3362862, 3362865
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INS A-100 N
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1/0CU
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1/0ACSR
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1/0 CU
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#4
CU

3-#4 CU

N-1/0CU

3-4/0 CU
N-#4CU

3-#4 CU
N-#4CU

3-#
4 C

U
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4C
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3-1/0 CUN-#4CU

1/0 CUN-4/0ACSR

1/0 CUN-1/0CU
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1/0
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N-#
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INS 3-477 ACSR

REM 3-1/0 CU

N-4/0ACSR

1/0 CUN-#2AL

3-1/0 CU
N-#4CU

INS ABC- SW
REM ABC- SW

OPEN
15741/15742

P166
835425-730830 
SCRAP: 45/2, N.O. TIE SW (15741/15742), 
DG, ANCHOR
INSTALL: 50/2, N.O. TIE SW (15741/15742)
*MOVE POLE 3' TOWARD ROAD. 

NOT ON THIS JOB

NOT ON THIS JOB

NOT ON THIS JOB

P168
835425-720710 45'/2
SCRAP: DG
INSTALL: DG

P171
835425-790690
SCRAP: 40/2, 75 KVA (15742), DG
INSTALL: 50/2, 100 KVA (15742), DG

P172
835425-690620 
SCRAP: 35/4, DG
INSTALL: 45/2, DG

INS
 3-

47
7 A

CS
R

RE
M 

3-1
/0 

CU
N-

4/0
AC

SR

P174
835425-640490 45'/2

835425-850170 35'/4

P177
835425-570590 45'/2
INSTALL: HG TO P# 6449

P178
835425-480660
SCRAP: 45/2, DG, ANCHOR 15' L
INSTALL: 50/2, DG, ANCHOR 18' L
HG TO P# 5759

SCRAP: 3-#1/0 BC PRI, 
OW SEC/NEUT. (15742)

INSTALL: 3-#477 ACSR PRI, 
4/0 TRI SEC/NEUT. (15742)

362'

P179
835425-600400 45'/2
SCRAP: 1-CO (100A) (15742)
INSTALL: 1-CO (100A) (15742)

INSTALL: 3-#477 ACSR PRI, 
4/0 TRI SEC.(15742)

317

96'

P185
835425-520300
SCRAP: 45/3, DG, ANCHOR
*POLE IS BEING RELOCATED 96' SW

P183
835425-460340
INSTALL: 50/2
*POLE IS BEING RELOCATED 96' FROM 
EX. P# 5230, 28' FROM CL OF CRESCENT. 

P186
835425-710340
SCRAP: 40/4, 50 KVA (15742)
INSTALL: 50/2, 50 KVA (15742)

P187
835425-800290
SCRAP: 40/4, 
INSTALL: 50/2, 100 KVA (15742)

P189
835425-850380
SCRAP: 75 KVA (15742)
*XFMR IS BEING RELOCATED 
TO POLE# 8029

SCRAP: 1-#1/0 ACSR PRI, 1/0 NEUT.
INSTALL: 4/0 TRI SEC.

109'

P190
835425-860250
SCRAP: 40/3, 50 KVA (15742)
INSTALL: 50/2, 50 KVA (15742)

P191
835425-400190
SCRAP: 45/2, 3-25 KVA (15742), DG
INSTALL: 50/2, 3-50 KVA (15742), DG

P219
836425-190490
SCRAP: 45/2, 2-CO (100A) (15742)
INSTALL: 45/2, 2-CO (100A) (15742)

P220
836425-330510
SCRAP: 40/2, 3-CO (100A) (15742), 
DG, ANCHOR
*POLE IS BEING RELOCATED TO P221

34'

P221
836425-300540
INSTALL: 45/2, 3-CO (100A) (15742),
DG, ANCHOR 13' L
*POLE IS BEING RELOCATED 34' WEST OF
EX. P# 3351 

SCRAP: 3-#1/0 BC PRI, 
OW SEC/NEUT. (15742)

INSTALL: 3-#477 ACSR PRI, 
4/0 TRI SEC. (15742)

73'

SCRAP: 3-#1/0 BC PRI, 
OW SEC/NEUT.(15742)

221'

INS 3-4
77 A

CSR

REM 3-1
/0 C

U

N-4/0
ACSR
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Date:

Reference WR:Address:
DsgnrName:
DesgnrPh#:

City:
CktName: Ckt#: Description:
Protective Device Type:
Protective Device ID:
OH Permits: UG Permits:

Class of Service:
Jurisdiction: Tree: WSSC:

CustPh#:

State: Scale:

Easement:
ROW:

1 " equals 30 'JOHN BRENNAN
518-260-1861

SUB 173 15742/15741
N/A
N/A

YES
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EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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REM 3-1/0 CU
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INS 3-477 ACSRREM 3-1/0 CUN-4/0ACSR

P191
835425-400190
SCRAP: 45/2, 3-25 KVA (15742), DG
INSTALL: 50/2, 3-50 KVA (15742), DG

P193
835425-250080 45'/2
SCRAP: 3-CO (50A), 3-40CL (15742), DG
INSTALL: 3-CO (50A), 3-40CL (15742), DG
*REFRAME PER 1-1-1085.2.3

P195
835425-120000
SCRAP: 45/2, 3-25 KVA (15742), DG
INSTALL: 50/2, 3-50 KVA (15742), DG

P197
834424-920930 45'/2

P199
834424-790900 45'/2
*REFRAME PER 1-1-1085.2.3

P201
834424-650890 50'/2
SCRAP: DG, ANCHOR 
INSTALL: DG, ANCHOR
*CLOSE N.O. GANG SW (15742)
ONCE FEEDER RECONFIGURATION 
IS COMPLETE

P203
834424-500880 55'/2
SCRAP: DG, HG
INSTALL: DG

P205
834424-380900
SCRAP: 45/2, 3-25 KVA (15742), 
DG, ANCHOR
INSTALL: 50/2, 3-50 KVA (15742), 
DG, ANCHOR

P207
834424-220920 45'/2
SCRAP: DG, HG
INSTALL: DG, ANCHOR 11' L

SCRAP: 3-#1/0 BC PRI, 
OW SEC/NEUT. (15742)

INSTALL: 3-#477 ACSR PRI, 
4/0 TRI SEC. (15742)

786'

SCRAP: OPEN 4-WIRE (15742)
INSTALL: 4/0 QUAD SEC (15742)

144' SCRAP: OW SEC (15742)
INSTALL: 4/0 TRI SEC (15742)

154'

P217
834424-420360 45'/2
SCRAP: 2-CO (100A) (15742)
INSTALL: 2-CO (75A) (15742)

P218
834424-610340 45'/2
SCRAP: N.C. GANG SW (15742) 
INSTALL: 3-CO (100A) (15742)
*CLOSE PRIMARY AND FUSES
ONCE FEEDER RECONFIGURATION
COMPLETE
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LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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P203
834424-500880 55'/2
SCRAP: DG, HG
INSTALL: DG

P205
834424-380900
SCRAP: 45/2, 3-25 KVA (15742), 
DG, ANCHOR
INSTALL: 50/2, 3-50 KVA (15742), 
DG, ANCHOR

P207
834424-220920 45'/2
SCRAP: DG, HG
INSTALL: DG, ANCHOR 11' L

P207
834424-080970 45'/2
INSTALL: DG, ANCHOR 15' L,
HG TO P# 1250
*REFRAME PER 1-1-1085.2.3

SCRAP: 3-#1/0 BC PRI (15742)
INSTALL: 3-#477 ACSR PRI (15742)

600'

SCRAP: OW SEC (15742)
INSTALL: 4/0 TRI SEC (15742)

298'

SCRAP: OPEN 4-WIRE (15742)
INSTALL: 4/0 QUAD SEC (15742)

144' SCRAP: OW SEC (15742)
INSTALL: 4/0 TRI SEC (15742)

154'

P210
833425-820130 50'/2
INSTALL: 3-CO (100A) (15742)

P211
833424-620880
SCRAP: 40/2, 100 KVA, 1-CO (100A) (15742), HG
INSTALL: 50/2, 100 KVA, 1-CO (75A)  (15742), HG

SCRAP: OW SEC (15742)
INSTALL: 4/0 TRI SEC (15742)

185'

P213
833424-500740 45'/2
SCRAP: 3-CO (100A) (15742)
INSTALL: 3-CO (75A) (15742)
*CREATE PRIMARY OPEN FOR
RIDGE RD EAST

P214
833424-740560
SCRAP: 40/4, 1-CO (100A) (15742)
INSTALL: 45/2, 1-CO (75A) (15742)

P215
834424-070420 45'/2
SCRAP: 1-CO (100A) (15742)
INSTALL: 1-CO (75A) (15742)

P217
834424-420360 45'/2
SCRAP: 2-CO (100A) (15742)
INSTALL: 2-CO (75A) (15742)
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LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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P210
833425-820130 50'/2
INSTALL: 3-CO (100A) (15742)

P211
833424-620880
SCRAP: 40/2, 100 KVA, 1-CO (100A) (15742), HG
INSTALL: 50/2, 100 KVA, 1-CO (75A)  (15742), HG

P223
833425-090270 45'/2
SCRAP: 1-CO (100A) (15742)
INSTALL: 1-CO (75A) (15742)

P224
832425-940200 
SCRAP: 40/4, 100 KVA, (15742)
INSTALL: 50/2, 100 KVA  (15742)

P225
832425-930160
SCRAP: 40/4, 50 KVA, (15742), DG
INSTALL: 50/2, 50 KVA  (15742), DG
*MOVE POLE 8' TOWARDS P# 9420

8'

P226
833425-160720 45'/2
SCRAP: N.C. GANG SW (15742)
INSTALL: 3-FULL CAPACITY LINE JUMPERS
*CLOSE PRIMARY 

P227
833425-280740 
SCRAP: 45/2, 1-CO (100A) (15742)
INSTALL: 50/2, 50KVA "C" PH, 1-CO (75A) (15742)
*CONNECT XFMR TO EXISTING 4/0 TRIPLEX NORTH 

P229
833425-320890 45'/2
SCRAP: 50 KVA "C" PH (15742)
INSTALL: DG, ANCHOR 25 L
*RELOCATE XFMR TO P#2874

SCRAP: 3-#4/0 ACSR TW PRI, 
1/0 NEUT (15742)

136'
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EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.
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P229
833425-320890 45'/2
SCRAP: 50 KVA "C" PH (15742)
INSTALL: DG, ANCHOR 25 L
*RELOCATE XFMR TO P#2874

P231
833426-300030 
SCRAP: 45/2, 2-DG, 2-ANCHORS

P233
833426-220110
SCRAP: 45/2, 2-DG, 2-ANCHORS

P235
833426-200260 
SCRAP: 40/4, 37.5 KVA "C" PH (15742)
*RELOCATE XFMR TO P#3834

P238
833426-180330
SCRAP: 45/2, DG, ANCHOR

40
38 P244

833426-200340
SCRAP: 50/2, N.O. GANG SW (15742) HG
INSTALL: 50/2, DG, ANCHOR 20' L
*MOVE POLE 2' EAST
**CLOSE PRIMARY ONCE FEEDER
RECONFIGURATION IS COMPLETE

P249
833426-120320
SCRAP: 35/4
INSTALL: 40/3

P250
833426-020230 50'/2

P251
833426-170450
SCRAP: 45/2, DG, ANCHOR

REMOVE HG
SCRAP: OW SVC
INSTALL: #2 TRI SVC

SCRAP: OW SEC
INSTALL: 4/0 TRI SEC

INSTALL: 4/0 TRI SEC

SCRAP: OW SEC.

SCRAP: 3-#4/0 ACSR PRI, 
4/0 TRI SEC (15742)

INSTALL: 3-#4/0 ACSR PRI, 
4/0 TRI SEC (15742)

210'

P252
833426-380340
SCRAP: 40/4, DG
INSTALL: 50/2, 50KVA "C" PH, (15742)
*CONNECT XFMR TO NEW 4/0 TRIPLEX WEST

SCRAP: OW SEC 
747'

INSTALL: 4/0 TRI SEC
716

SCRAP: OW SVC
INSTALL: #2 TRI SVC

SCRAP: OW SVC
INSTALL: #2 TRI SVC

P258
833426-510310
SCRAP: 45/2, 50KVA (15742), DG
INSTALL: 50/2, 50KVA (15742), DG

P262
833426-620230
SCRAP: 45/2, DG
INSTALL: 55/2, ACR (15742), DG
*SEE WMIS COMMENT
TELECOMMUNICATION EQUIPMENT TO BE 
INSTALLED ON WR# 3382426

P268
833426-610190
SCRAP: 35/4
INSTALL: 40/3

P269
833426-730100 50'/2
*SEE WMIS COMMENT

SCRAP: 3-#4/0 ACSR TW PRI, 
1/0 NEUT (15742)

539'

PLOTTED BY: nemethj
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5/17/2012Permits:
WR #

Proj. ID:Customer:

Date:

Reference WR:Address:
DsgnrName:
DesgnrPh#:

City:
CktName: Ckt#: Description:
Protective Device Type:
Protective Device ID:
OH Permits: UG Permits:

Class of Service:
Jurisdiction: Tree: WSSC:

CustPh#:

State: Scale:

Easement:
ROW:

1 " equals 30 'JOHN BRENNAN
518-260-1861

SUB 173 15742/15741
N/A
N/A

YES
PGM, CITY OF GREENBELT

N/A
13KV

YES

REPLACE POLES, WIRES, & EQUIPMENT TO RECONFIGURE FEEDERS 
13KVF#15742 & 13KVF# 15741

12-PS-001
N/A
N/A

LINE DEPARTMENT TO COORDINATE THE DE-ENERGIZING AND RE-ENERGIZING OF DISTRIBUTION
FEEDERS: 15742 &15741 TO MINIMIZE CUSTOMER OUTAGE.
EVERY EFFORT HAS BEEN MADE TO PROPERLY IDENTIFY THE STATUS OF ALL EQUIPMENT SHOWN
ON THIS DRAWING. HOWEVER ALL CABLE, WIRE, TRANSFORMERS, AND ANY OTHER ELECTRICAL
EQUIPMENT SHOULD BE TREATED AS ENERGIZED UNTIL TESTED AND GROUNDED. ACTUAL
SYSTEM CONFIGURATION MAY HAVE CHANGED FROM THAT SHOWN AS RESULT OF FIELD SWITCHING.

P 35852

SEE ASSOCIATED WR PROJECTS:
3385137, 3362862, 3362865

TO SUB #173

EX. 15742
C B A

TO
 SUB #1

73

504-RIDGE RD, AND VARIOUS LOCATIONS
GREENBELT MD
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N    SEE SHEET 16    N

N    SEE SHEET 16    N

EX. 15742
A B C 

A B C

PROP. 15742

EX. 15742
C B A

jnemeth
Typewritten Text
NOTE: MISS UTILITY MUST BE NOTIFIED PRIOR TO ANY DIGGING
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